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CONNOWEALTH OF KENTUCKY 

BEFORE THE PUBLIC SERVICE COHHISEION 

In the Matter oPr 

THE APPLICATION OF BULLOCK PEN WATER ) 
DISTRICT OF QRANT COUNTY, KENTUCKY, FOR ) 
ORDER APPROVING CONSTRUCTION, FINANCINQ 1 CASE NO. 91-477 
AND CERTIFICATE OF PUBLIC CONVENIENCE AND j 
NECESSITY ) 

O R D E R  

Bullock Pen Water District ("Bullock Pen") har requemted a 

deviation from Commirrion RegUl8tlOn 807 KAR 5:066, EaCtiOn 

10(2)(b), which states the condition. undrr whiah a utlllty may 

install Pire hydrants. Bullock Pen states that the propomad Piro 

hydrants are intended Por Plurhing purposes only and not for fire 

protection. 

After reviewing the evidence of record and being suPficiently 

advised, the Commission Plnde that: 

1. Commission Regulation 807 KAR 5r066, Seation 10(Z)(b), 

permits a utility to install Plre hydrantr only if: a profesrlonal 

engineer with a Kentucky registration has certified that the eyetom 

can provide a minimum Pire flow of 250 gallons per minute and the 

system eupporting this Plow has the capability oP providing this 

flow for a period of not lese than two hour. plum aonrumption 4t 

the maximum daily rate. 

2. Bullock Pen cannot certify that its system moot# tho 

requirements of Commission Regulation 807 K A R  5 t 0 6 6 ,  Section 

lO(2) (b) 



3 .  Bullock Pen ham failed to mhow good caume why a deviation 

of Commiemion Regulation 807 KAR 5 1 0 6 6 ,  Section 10(l)(b), mhould be 

granted . 
4. Bullock Pen'a raquert for deviation from Commission 

Regulation 807 KAR 51066, Section 10(2)(b), mhould be denied. 

IT 18 TllEREFORE ORDERED that Bullock Pen'r request for 

deviation from Commiarion Ragulation 807 KAR 51066,  Section 

10(2)(b), i m  denied. 

Dona at Frankfort, Kentucky, thim 17th day of brch,  1993. 

PUBLIC SERVICE COMMISSION 

n 

ATTEST I 

- 
kxecutive Director 


